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FIRE HYDRANT
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"CP™ TYPE GLENN 4 TEST STATION AT
EACH FIRE HYDRANT. HEAVY Cl COVER
(LOCKING) WITH 4 TERMINALS,
4" ID x 1"-6" SHAFT LENGTH

PROVIDE AMPLE TRACER WIRE AT TEST STATION

)J TRACER WIRE FROM PVC WATER MAIN
FOR REMOVING COVER AND TESTING

RUN TRACER WIRE ALONG HYDRANT BRANCH TO
TEST STATION TERMINAL LOCATED AT FIRE HYDRANT.

TAPE TRACER WIRE TO PVC PIPE
WITH 2° WIDE PVC TAPE X 90" PIPE @
MIN LENGTH (TYPICAL 4 PLACES

PER 20" OF PIPE)
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SPLICE TRACER WIRES WITH "3M" TYPE DBY-6 LOW
VOLTAGE DIRECT BURY SPLICE OR EQUAL INSTALL
PER MANUFACTURER'S INSTRUCTIONS.

DENVER WATER
1600 West 12th Avenue lorado 80204
Phone(303)826-6000- Tdoegw No.{303)026 20851

TRACER WIRE INSTALLATION
FOR PVC WATER MAIN
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